Publication No. 76-e13
WA-13-0030

MEMORANDUM

April 15, 1976

To: Ron Robinson
From: Douglas Houck

Subject: Olympia STP Class II Inspection

On January 22, 1976 I went to the Olympia sewage treatment plant to install
three composite samplers. The influent sampler was located in a wet well
just before the comminutor. Ancther sampler was located at the end of the
clarifier, before chlorination. The third composite sampler was located at
the end of the chlorine contact chamber. A1l samplers were adjusted to take
a 250 ml alequot every 30 minutes.

Due to the location of the venturi flume a check on their flow measuring
device could not be done.

I returned on the 23rd with Mike Morhous to collect the samplers. The third
sampler located at the end of the contact chamber had not taken a sample
during the whole 24 hour period. The composite samples were not split with
their lab as they were having operational problems at the time. The following
table gives DOE's results of tha composite sample, Olympia's results from
their own samples taken that week and their NPDES weekly average effluent
Timitaticns.

DOE 0lympia HNPDES
Inf. Eff. Inf. Eff, Weekly Avg.
8005 {mg/1) 490 420 568 478 690
T.5.S. (mg/1) 240 170 290 91 400
Facal Coliform Est. 400 270 1500
(colonies/100 m1)
pH 7.2 6.0 - 9.5

The table shows that although they didn't receive much BOD5 reduction they
are still within their permit limitations. It should be pointed out that the
effluent results reported by Olympia were taken at the end of the chlorine
contact chamber. Thnis shows that they are getting good BODg and especially
total suspanded solids reduction within the chlorine contact chamber.

I returned again to their lab the following month to review their laboratory
procedures. They were quite adegquate and are some of the best in the state.
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STP Survey Report Form

Efficiency Study

City Olympia Plant Type Primary Pop. Served 25,000 Design 9.1 MGD
Capacity

Receiving Water Budd Inlet Perennial X Intermittent

Date 1-22/23-76 Survey Period 24 hrs. Survey Personnel Houck

Comp. Sampling Freguency 30 min. Sampling Alequot 250 ml

Weather Conditions (24 hr) rainy/clear are facilities provided for complete by-

pass of raw sewage? R E No/Frequency of bypass
Reason for bypass Is bypass chlorinated? X Yes No
Was DOE Notified? Discharge - Intermittent Continuous

Plant Operation

Total flow How measured Venturi Flume
Maximum flow 11.0 Time of Max. 0900 - 1600
Minimum flow 3.0 Time of Min. 1200 - 0500
Pre Cl, -~ #/day  Post Cl, 400 - 800 %/day
Field Results
Influent Effluent
Determinations Max. Min. Mean Median Max. Min. Mean Median
Temp °C
pH (Units) 7.2 5.8
Conductivity
(umhos/cm?)
Settleable
Solids {(mls/1)

Laboratory Results on Composites

Influent Effluent % Reduction
Laboratory No. 76-0239 -0300
5-Day BOD ppm 490 420 149
CoD ppm 620 520 —_—
T-5- ppm - 722 610 —m
T.N.V.5. ppm 29] =770 7
T&SQS- ppm 240 -—s———qrﬁ-—‘ ——-‘——W—-—‘
N.V.S.S. ppm N —3 e
pH (Units) D80
Conductivity

(umhos/cm?)
Turbidity (JTU s)
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Laboratory Bacteriological Results

Lab DNo. Sampling Colonies/100 ml (MF) Cl, Residual
Time Total Fecal Fecal
Coliform Coliform Strep

Additional Laboratory Results

NO3-N ppm - q.37
NO,-N ppm - 0.01
NH3-N ppm - 6.3
T. Kjeldahl-N ppm -
O-POy-P ppm - 0.30
T—POy-P_ppm - 3.7
Operator's Name Ken Nurmi Phone No. 753-8386

Furnish a flow diagram with sequence and relative size and points of
chlorination.

Type of Collection System

_X Combined __ Separate __ Both Estimate flow contributed by sur-
face or ground water (infiltration)

MGD

Plant Loading Information

Annual average daily flow rate (mgd) Peak flow rate (mgd)
Dry 7.6 Dry 9.1
Wet 10.2 Wet 20.0
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STATE OF WASHINGTON

ORIGINAL TO:

DEPARTMENT OF ECOLOGY LDH

Source OLYMP!A ST{o

OLYMPIA LABORATORY

DATA SUMMARY

Date Collected [-22/23~)¢

COPIES TO:

@0 GO BGOUECES NS
©00C Q0O 0CsCEsdS

¢ e 0 COOEOB®OCE 0N

WB.ETLES......

Collected By D Houck:

Log Nuwber: 2060299 300 228
Station: vl | CFp
pll 2.5 12.3
Turbidity (NTU)
Sp. Conductivity (umhos/cm)
oD 620 |520
BOD (5 _day) Ngo0 |H20
Total Coliform {Col./100ml) i
EST
Fecal Coliform (Col./100ml) Yoo

NC2-8 (Filtered)

NO2-K (Filtered)

NH3=-N (Unfiltered)

T. Kjeldahl=N (Unfiltered)

0-P04-P (Filtered) 10.30
Total Phos.-P (Unfiltered) 37
Total Solids 122 itlo
Total Non. Vol. Solids 291 ! 270
Total Suspended Solids 290 | (70 !
{
Total Sus. Non Vol, Solids| 6O 2 ¢ : !
T

l |

|

Note: All results are in PPM (mz/L) unless otherwise specified, HND is
"' is "Less Than' and ") " is 'Greater Than"

ECY 0L0-2-32

'"None Detected'



